This Addendum shall be part of the Contract Documents for the referenced Bid. The Addendum is to acknowledge by the bidder on the Bid Form.

The following ADDENDUM is issued to clarify items appearing either in the specifications or on the Drawings, said items having been called to the attention of the Architect by one or more of the Contractors estimating the work:

The Specifications and / or drawings are amended as follows:

1. SPECIFICATIONS – SECTION 16010 GENERAL PROVISIONS FOR ELECTRICAL WORK

   A. Clarification – Electrical wiring above accessible suspended ceilings must be MC Cable, however all other electrical wiring can be Romex Cable installed in compliance with the current National Electrical Code.

2. DRAWINGS – INFO - 1

   A. Wall Types – All fire rated partitions to receive fire rated sealant at entire perimeter of wall on both sides and at all penetrations on both sides. All walls with sound attenuation blankets to receive acoustical sealant at entire perimeter of wall on both sides and at all penetrations on both sides.

3. DRAWINGS – E-1, E-3, E-4

   A. Refer to three (3) attached revised drawings dated Revision #1 – 10-20-14.

END OF ADDENDUM NO. 1